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What’s in the Box

Insert the probe 
through the hole in 
the probe mount 
plate (as shown).

15-ft BTS cable with probe 
and 2-pin connector

probe mount plate with 
adhesive
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Remove the 
adhesive 
backing from 
the mount 
plate.

Clean the surface on the 
battery’s side where the 
mount plate will be 
attached.

Attach the 
mount 
plate to the 
battery.
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Attach the 2-pin connector to the 
BTS port on the charge controller.
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Charge 
Controller 
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